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SOUTHEAST CENTERS, LLC
1541 Sunset Drive,

Suite 300
Coral Gables, FL 33143

Ph: 305.666.2140
Fax: 305.667.1586
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ALL ARMOR CLAD CABLE (AC CABLE) WIRING SHALL MEET OR

EXCEED ALL NEC, OSHA AND HUD STANDARDS.

SHARED NEUTRAL CONDUCTORS SHALL NOT BE ALLOWED

UNLESS INSTALLED IN ACCORDANCE WITH NEC-210.4

TO PUBLIX PANEL "S",

CIRCUIT TO S-1.

605W. AT 120V.


